1-1/2" FRAME DRAIN. BRASS

COVER SLAB IN CONC AND 1-1/2" PVC IN

GASKET VAULT ATTACH TO VAULT WITH
STAINLESS STEEL HARDWARE

LADDER (SEE 1
DETAIL 710B)—a

SECTION WITH COVER SLAB

NOT TO SCALE

RADIO MXU, (DRILL 2" DIA. HOLE
BETWEEN HATCH RIBS)

| — 2" BRASS NIPPLE (6")
2" GATE VALVE, 2" PLUG

| — FLANGE CQUPLING
ADAPTOR

ADJUSTABLE PIPE

SUPPORTS WITH

i 2'-0" MIN
SADDLE AND i !
ANCHOR FLANGE ——_| [ 2'-6" MAX

6" (MIN) COMPACTED
CRUSHED ROCK\

6" DIA DRAIN (DD
(SEE NOTE 3 ON
STANDARD DETAIL 7095)

NOTE: 6" DETAIL SHOWN

SECTION OF EQUIPMENT

NOTE: NOT TO SCALE

1. SET COVER SLAB FLUSH WITH SIDEWALK OR CURB ELEVATION IF LOCATED IN LAWN AREA.
SET COVER SLAB APPROX. 2" ABOVE FINISHED GRADE IF LOCATED IN LANDSCAPING AREA.

STANDARD DETAILS

APPROVED: WILLIAM J. CAMPBELL

LY 01 2004 Iy . . WATER METER SECTIONS
REV. DATE: ; N >\ / 3", 4", 6" METER DETAILS

WATER/WASTEWATER DIVISION ) | CivorRedmond [FILE [SD705A.D0N [DRAWING NO.| 705A
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